
SERVICE DISCONNECT BREAKER BOX

WITH LOCKING LID NEMA 3R RATED

CONDUIT TO BE RIGIDLY

FASTENED TO SUPPORT

1/2" SCHEDULE 80

CONDUIT FOR GROUND

2 GROUND WIRES AND RODS

PER NEC REQUIREMENTS

WITH 10' SEPARATION

PSE SERVICE LINE

TO PSE RISER

2" TO 1" SWEDGE REDUCER.

2" CONTINUES TO PSE POLE

2" TO 1" SWEDGE REDUCER.

2" CONTINUES TO CITY POLE
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NOTES:

1. CONTRACTOR SHALL COORDINATE POWER SERVICE CONNECTION WITH PUGET SOUND ENERGY (PSE)

AND CITY OF REDMOND.

2. SEE SPECIFICATION 9-29.24(1) FOR SERVICE DISCONNECT CABINET TYPE.
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